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INDEX SHEET 8.5.38
SCOPE SHEET 8.5.38
GENERAL REQUIREMENTS SHEET 8.5.38
REMOTE SITE METER READING (OMR/ERT) SHEET 8.5.39
OVERHEAD / UNDERGROUND FED METER SOCKET (0-225 AMPS).....ccocrrrrrrrrren SHEET 8.5.39
UNDERGROUND FED METER SOCKET (226-400 AMPS) SHEET 8.5.40
METER SOCKET (0-225 AMPERES 120/208 VOLTS) SHEET 8.5.41
UNDERGROUND SERVICE W/CURRENT TRANSFORMER SHEET 8.5.42
CONNECTION OF AUXILIARY AND STANDBY POWER SOURCES. ...cocoorrssrrrrrsn SHEET 8.5.43
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ELECTRIC PRIMARY METERING - PM0001M

INDEX SHEET 8.6.44
PURPOSE SHEET 8.6.44
TYPE OF ELECTRICAL SERVICE SHEET 8.6.44
REQUIRED METER EQUIPMENT APPROVALS SHEET 8.6.44
ELECTRIC METER LOCATIONS SHEET 8.6.44
UNDERGROUND TERMINATIONS SHEET 8.6.45
PRIMARY METERING OF OVERHEAD CUSTOMERS SHEET 8.6.46
REFERENCES SHEET 8.6.46
CONSTRUCTION DRAWINGS SHEET 8.6.47

OVERHEAD: 3 PHASE 4 WIRE SYSTEM SHEET 8.6.47

OVERHEAD: 3 PHASE 3 WIRE SYSTEM SHEET 8.6.48

HIGH VOLTAGE METERING ENCLOSURE SHEET 8.6.50

ELECTRIC SWITCHBOARDS 0-600 VOLTS - SB0001M

INDEX SHEET 8.7.57

SCOPE SHEET 8.7.57

GENERAL METERING REQUIREMENTS SHEET 8.7.57

SWITCHBOARDS - GENERAL SHEET 8.7.57

SWITCHBOARD SERVICE SECTION SHEET 8.7.59

SERVICE ENTRANCE LOCATION SHEET 8.7.62

UNDERGROUND SERVICE PULL SECTION SHEET 8.7.62

METER SWITCH SEQUENCE SHEET 8.7.62

SERVICE TERMINATIONS SHEET 8.7.63

METER PANELS SHEET 8.7.63

UNDERGROUND SERVICE TERMINATION SHEET 8.7.63

SERVICE TERMINATION IN PULL SECTION WHICH IS ABOVE GROUND.. SHEET 8.7.65

OVERHEAD SERVICE TERMINATION SHEET 8.7.66
UNDERGROUND SERVICE TERMINATING FACILITIES IN PULL

BOXES OR PULL SECTIONS 0-600 VOLTS SHEET 8.7.67

INSTRUMENT TRANSFORMER COMPARTMENT SHEET 8.7.71

RAIN TIGHT SWITCHBOARDS WITH ENCLOSED METER PANELS................. SHEET 8.7.72

3 PHASE 3 WIRE 0-1000 AMPERES SHEET 8.7.74

3 PHASE 4 WIRE 0-1000 AMPERES SHEET 8.7.76

3 PHASE 3 WIRE 1001-3000 AMPERES SHEET 8.7.78

3 PHASE 4 WIRE 1001 TO 3000 AMPERES SHEET 8.7.80

3 PHASE 3 WIRE 3001 AMPERES AND LARGER ... .SHEET 8.7.82
3 PHASE 4 WIRE 3001 AMPERES AND LARGER ... ..SHEET 8.7.84
REMOVABLE LINK & CT SUPPORT 4" BUS
3001 AMPS AND LARGER SHEET 8.7.86
REMOVABLE LINK & CT SUPPORT 5" BUS 1001 TO 3000 AMPS......... SHEET 8.7.87
SOCKET METER PANEL SHEET 8.7.88
SOCKET METER & RECORDER PANEL SHEET 8.7.89
SELF CONTAINED METERS (0-200 AMP) SHEET 8.7.90
METER SOCKETS SHEET 8.7.91
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